ADVANCE INSPECTION & TESTING LAB

B/119, Mayapuri Industrial Area, Phase 1, New Delhi-110064
Web.: www advancetestinglab com, Emall | advancetestinglab@gmail.com
Tel: 91-9810-55-8484, 01-9891-35-39390

FF:7.8.1.1
TEST REPORT :
Issued To: M/s Smt. Sarti Devi Public School W.0 No: AITL/1984/02
Tajpur khurd, Report No: 22012902
New Delhi- 110071 Date of Issue: 04-02-2022
India Date of Recelpt: 29-01-2022

Party Refl. No: Verbal Dated 29-01-2022
Order Confirmation Date: 29-01-2022

SAMPLE PARTICULARS [ Fagetefi |
1. Sample Packaging: In Plastic bottle
2. Sample Description: One sample desaribed as Wates for Drinking purpose, was received for

following tests only.
_TESTS RESULTS ™

SNO TESTS TEST METHODS RESULTS REQUIREMENTS CONFORMITY
(IS:IQSOO-ZO 12)
1 Odour 15:3025 (PART 5)-83 Agreeable Agreeable YES
2 Taste 15:3025 (PART 7)-84 Agreeable Agreeable YES
3 Colour, Hazen Units 15:3025 (PART 4)-83 | Lessthan5 | A- 5 maxas acceptable limit YES
B. 15 maxas Permissible Limit
« pH Value 15:3025 (PART 11)-83 75 6.5t0 8.5 YES
5 Total Dissolved Solids, | 1S:3025(PART 16)-84 154 A. 500 max as acceptable limit YES
mg/1 B. 2000 max as.permissible limit
6 Turbidity, NTU 1S:3025(PART10)-84 Lessthan1 | A. 1 max asacceptable limit YES
B. 5 max as permissible limit
7 Chloride as CI', mg/I 15:3025 (PART 32)-88 12.7 A. 250 max as'acceptable limit YES
B. 1000 maxas permissible limit
8 Calcium as Ca, mg/I 1S:3025 (PART 21)-09 24.0 A. 75 maxas acceptable limit YES
B+ 200 max'as permissible limit
9 Magnesium as Mg, mg/l | 15:3025 (PART 46) Lhi A.. 30 max as acceptable limit YES
B, 100 max as permissible limit
10 Total Hardness as 1S : 3025 (Part 21)-09 115 A.- 200 max as acceptable limit YES
CaCOs, mg/] B. 600 max as permissible limit
11 Flouride as F, mg/! 1S:3025 (PART 60) 0.15 “A" 1.0 max as acceptable limit YES
' B. 1.5 max as permissible limit
12 Iron as Fe, mg/I 1S:3025 (PART 53) <0.1 A. 0.3 max as acceptable limit YES
BACTERIOLOGICAL TESTS
S.NO TESTS TEST METHOD RESULTS REQUIREMENT CONFORMITY
13 | Total Coliform IS: 1622-1981(2003) Absent Shall not be detectable in any 100ml YES
bacteria /100m] sample
14 E.Coli/100ml IS: 1622-1981(2003) Absent Shall not be detectable in any 100ml YES
\ sample ) -l
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No: DHO/NGZ/2022/ 9.5
Name of the School SMT SARTI DEVI PUBLIC SCHOOL

i 8
2. School Address Tajpur Khurd Near Najafgarh New Delhi-110043.
3. No. of Shift ONE Timing 07:30 AM TO 02:00 PM
4. No. of Students: Boys 523 Girls 241 Total =764
5. No. of Staffs: Male 10 Female 30 Total = 40
Details of Accommodations present in School
1. Floor Space in the Classroom Sufficient/insufficient SUFFICIENT
2. The Classrooms are Well Lighted/ ill lighted WELL LIGHTED
3. The Classrooms are Well Ventilated/ ill ventilated WELL VENTILATED
4. The Classrooms are kept / Not kept Neat & Clean: NEAT AND CLEAN
5. The Classrooms/Building requires/ do not required Whitewash etc. NOT REQUIRED
6. The Drinking Water is Wholesome/ not wholesome WHOLESOME
7. The Latrine arrangement is Sanitary/ insanitary SANITARY FROM HEALTH POINT

OF VIEW.

No. of toilets seats for student
One latrine-cum-urinal is required for 25 female student, so total is SUFFICIENT
SUFFICIENT

2. One latrine for 40 male student is required so total is

3. Separate Toilet arrangement for staff present: Yes/No YES SEPARATE EXIS TS FOR :
STAFF.
4. The Overall facilities: Good/ Adequate/Inadequate V.GOOD FROM  HEALTH

POINT OF VIEW.
If building Department or any other govt. agency takes actions against w/a

construction or any dispute, then the Health Certificate will be stand cancelled

/revoked without any further intimation in this regard
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